
Abnormal Feeding Arrangements

SLR Period
Load

Description

Removed

From
MW MVAr Restored To MW MVAr

Win12 South Hill-T41 Ardnacrusha 6.02 1.75 Limerick -6.02 -1.75

Win12 South Hill-T42 Ardnacrusha 3.30 0.96 Limerick -3.30 -0.96

Win18 South Hill-T41 Ardnacrusha 6.02 1.75 Limerick -6.02 -1.75

Win18 South Hill-T42 Ardnacrusha 3.78 1.10 Limerick -3.78 -1.10

SummerP Tycor-T42 Butlerstown 1.86 0.54 Waterford -1.86 -0.54

SummerP Tycor-T41 Butlerstown 1.81 0.53 Waterford -1.81 -0.53

SummerP Manor Street-T41 Butlerstown 5.70 1.66 Waterford -5.70 -1.66

SummerP Manor Street-T42 Butlerstown 5.37 1.57 Waterford -5.37 -1.57

Win12 Tycor-T42 Butlerstown 2.19 0.64 Waterford -2.19 -0.64

Win12 Tycor-T41 Butlerstown 2.14 0.62 Waterford -2.14 -0.62

Win18 Tycor-T42 Butlerstown 2.95 0.86 Waterford -2.95 -0.86

Win18 Tycor-T41 Butlerstown 2.89 0.84 Waterford -2.89 -0.84

SummerP Garden City-T41 Crane 2.65 Arklow -2.65

SummerP Garden City-T42 Crane 2.65 Arklow -2.65

SummerV Garden City-T41 Crane 1.31 Arklow -1.31

SummerV Garden City-T42 Crane 1.31 Arklow -1.31

Win12 Ballybay-T41 Dundalk 0.00 0.00 Lisdrum 0.00 0.00

Win18 Ballybay-T41 Dundalk 0.00 0.00 Lisdrum 0.00 0.00

SummerP Castlelyons-T421 Dungarvan 1.40 0.41 Barrymore -1.40 -0.41

SummerP Curraglass-T41 Dungarvan Barrymore

SummerP Castlelyons-T422 Dungarvan 1.39 0.41 Barrymore -1.39 -0.41

SummerP Kilcolgan-T42 Ennis 2.77 0.81 Galway -2.77 -0.81

SummerP Kilcolgan-T421 Ennis 2.00 0.58 Galway -2.00 -0.58

SummerP Milltown Malbay-T42 Ennis 1.54 0.45 Tullabrack -1.54 -0.45

SummerV Milltown Malbay-T42 Ennis 1.04 0.34 Tullabrack -1.04 -0.34

SummerP Oranmore-T41 Galway 4.45 1.30 Galway -4.45 -1.30

SummerP Oranmore-T42 Galway 0.00 0.00 Galway 0.00 0.00

SummerV Rathmore-T42 Glenlara 0.89 0.29 Knockearagh -0.89 -0.29

SummerV Rathmore-T421 Glenlara 0.94 0.31 Knockearagh -0.94 -0.31

SummerV Rathmore: Gneeves WF Glenlara 0.04 0.00 Knockearagh -0.04 0.00

SummerV Lacka: Munster Joinery Glenlara 0.34 0.00 Knockearagh -0.34 0.00

SummerV Dennehys Cross-T41 Kilbarry 2.78 0.91 Trabeg -2.78 -0.91

SummerV Dennehys Cross-T42 Kilbarry 4.80 1.20 Trabeg -4.80 -1.20

SummerV Dennehys Cross-T42 Kilbarry 4.80 1.20 Trabeg -4.80 -1.20

SummerV Dennehys Cross-T41 Kilbarry 2.78 0.91 Trabeg -2.78 -0.91

SummerP Castlecomer-T41 Kilkenny 2.07 0.60 Carlow -2.07 -0.60

SummerP Bagenalstown-T41 Kilkenny 4.14 1.12 Carlow -4.14 -1.12

SummerP Bagenalstown-T42 Kilkenny 4.06 1.09 Carlow -4.06 -1.09

Win12 Ballyconra:  Ballyconra Kilkenny 2.33 0.00 Portlaoise 110kV -2.33 0.00

Win12 Ballyconra-T423 Kilkenny 0.00 0.00 Portlaoise 110kV 0.00 0.00

Win18 Ballyconra:  Ballyconra Kilkenny 2.24 0.00 Portlaoise 110kV -2.24 0.00

Win18 Ballyconra-T423 Kilkenny 0.00 0.00 Portlaoise 110kV 0.00 0.00

Win12 Sheriff Street-T42 Mcdermott 7.50 2.05 Francis Street -7.50 -2.05

Win12 Sheriff Street-T41 Mcdermott 2.95 0.86 Francis Street -2.95 -0.86

Win18 Sheriff Street-T42 Mcdermott 7.03 1.95 Francis Street -7.03 -1.95

Win18 Sheriff Street-T41 Mcdermott 2.84 0.83 Francis Street -2.84 -0.83

SummerP Inch-T422 Tralee 0.16 0.05 Oughtragh -0.16 -0.05

SummerP Inch-T421 Tralee 0.11 0.03 Oughtragh -0.11 -0.03

SummerP Dingle-T422 Tralee 2.50 0.73 Oughtragh -2.50 -0.73

SummerP Dingle-T41 Tralee 2.09 0.61 Oughtragh -2.09 -0.61

SummerV Ballyrickard-T42 Tralee 1.77 0.58 Tralee -1.77 -0.58

SummerV Ballyrickard-T41 Tralee 1.85 0.61 Tralee -1.85 -0.61

SummerV Bealistown-T421 Waterford 0.00 0.00 Great Island 0.00 0.00

SummerV Bealistown-T42 Waterford 1.52 0.50 Great Island -1.52 -0.50

SummerV New Ross-T41 Waterford 1.73 0.57 Great Island -1.73 -0.57

SummerV New Ross-T42 Waterford 1.70 0.56 Great Island -1.70 -0.56
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